Like in other sectors of activity, the sustainability in refrigeration systems is a mandatory goal to achieve, namely at house holdings, bars and restaurants, where small-scale refrigerators and freezers are widely used. The aim of this work is to demonstrate experimentally, trough measurements carried out in these equipments, the improvement that can be achieved if several modifications are implemented in traditional household refrigeration systems. In addition, it was also simulated and analysed experimentally a slightly different equipment, a refrigeration system used for draught beverages. Both systems work on a single vapour compression refrigeration with R-134a as working fluid. In the end, by implemented the modifications tested in the virtual model, it was possible to improve their thermal behaviour, a decrease in electrical energy consumption, as well as, the associated CO 2 emissions reduction can be attained. In this project, the CFD (Computational Fluid Dynamics) softwareANSYS Fluent was used to simulate the ambient temperature and velocity fields inside the refrigerator and in that way to validate the measured results.
Introduction


The IIR (International Institute of Refrigeration) estimates that there are in operation throughout the world about 3,000 million refrigeration systems, which represent about 17% of the electricity used [1] . In order to achieve a better efficiency, several research works have been carried out in all individual components of these systems namely compressors, evaporators, condensers, expansion systems, different arrangements and working fluids [2] [3] [4] [5] [6] [7] [8] [9] [10] [11] [12] .
However, care must be taken regarding the envelope where the systems are located, due to the heat and water vapour transfer from outside to inside of the refrigerated space.
In cold storage chambers, where there is the possibility of water vapour condensations inside the walls, the placement of vapour barriers in the warmer side of the insulation will solve the problem [13] . However, in the small scale refrigerators/freezers, they already have total limiting barriers, aluminium foils or plastic type, which prevents the vapour migration through the system. So this investigation concerns other possible ways to minimize the heat transfer through the envelope, mainly in the rear wall, nearby the condenser and in the compressor recess. Due to the heat released in these equipments, the surface temperature is higher when compared with the other external surfaces. As a consequence, heat will flow through those nearby walls to the internal air of the refrigerator, with negative consequences for the refrigeration process itself and for the energy consumption.
In this paper, two kind of systems are analysed: one is a commercial household refrigerate and the second is a refrigeration system for draught beverages. Both of them operate in a single vapour compression cycle, and use R-134a as a working fluid. The systems were also modelled using ANSYS Fluent software [14] to visualize the air temperatures and velocity fields inside the refrigerator and to validate the model with the experimental results.
This article is organized as follows: chapter 2 describes the changes implemented in the systems; chapter 3 shows the experimental results and the chapter 4 presents the final conclusions of this work.
Experimental Setup
This work concerns with energy improvements that were performed in two different types of small-scale refrigerators, for household use and for draughter beer machines.
Refrigerator/Freezer
The refrigerator is composed of a freezer cabinet in the upper part (inside air negative temperatures) and a refrigerator cabinet in the lower part (inside air positive temperatures) as can be seen in Fig. 1a . By analysing the actual measured temperatures and pressures, one noticed that there is a larger heat transfer through the rear wall and in the compressor recess to the inside air of the refrigeration cabin. This is due to the fact that these surfaces have higher temperatures than the other surfaces of the envelope.
To minimize this loss, a radiation shield (rs) made of aluminium foil was placed in the rear wall, in the (a) The refrigerator (b) Location of the thermocouples inside the refrigerator Fig. 1 The refrigeration with the locations of the thermocouples.
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3 compressor recess and in both of them. At the beginning of the tests, the refrigeration/freezer was in thermal equilibrium with the ambient air (the doors were open). The tests were carried out with the refrigerator empty and ended when steady state was reached, i.e., when the refrigeration cycles were similar. The temperature was monitored with thermocouples (K type) in several locations on the inside surfaces, outside surfaces, inside air temperatures in both compartments and outside ambient air temperature (Fig. 1b) . The measured values were recorded in a data logger that reads all temperatures in 20 seconds intervals. At the same time, the compressor power and energy consumption were measured and the results were saved for posterior analysis.
A second type of tests were done with the same refrigerator, where a plenum with forced air convection was located in the compressor recess, in order to decrease the high temperatures measured at this site (Fig. 2) . In this way, it was created a smaller heat transfer through the bottom surface of the refrigerator and, as a consequence, it results in a lower energy consumption of the compressor, while the power of the fan was only 1.43 W.
A third set of tests were carried out to evaluate the air infiltration through the magnetic seals of the refrigerator/freezer in order to estimate the heat transfer through them. This test was done using a tracer gas, as described in [15] .
The old seal was replaced by a new one (Fig. 3) , and the influence on the thermal load was evaluated, as well as, the power consumption of the compressor and the corresponding avoided emission of CO 2 to the environment. 
Refrigeration System for Draught Beverages
Fig . 4 shows the second refrigeration system, used for draught beverages. After a detailed analysis, it was concluded that several improvements could be carried out, namely switching off the system (when the establishment is closed, there is no beverage consumption) and modifying the layout of the system.
The iced water deposit has a capacity of 50 L, being designed to operate normally with about 25 kg of ice mass. Thus, it was analysed the energy consumption of the system if lower ice mass is produced. In order to better visualise the inefficiencies of the system, thermal images of the machine during normal operation were taken, using the thermal camera (Flir A325).
Results
Refrigerator
Refrigerator with Radiation Shields
As mentioned before, the first type of tests was composed by three different analyses: placement of radiation shields in the rear wall, in the compressor recess and in both sites. Table 1 summarizes the results obtained in the three situations regarding the refrigerating cycle operation [16] .
From the data of Table 1 , it can be concluded that the cycle period is longer when compared with the refrigerator-freezer in its original situation, due to the increased time the compressor remains off, which decreases the electrical energy use.
Regarding the time to reach the steady state: no conclusion can be withdrawn, as there is a significant reduction in time when the rs is located only in the rear wall and only in the compressor recess; while there is an increase of the time when rs is located over both surfaces (1 minute more than the original situation).
The air temperatures inside the refrigerator along its height were also measured and the results are displayed in Table 2 .
By analysing the data in Table 2 , it can be seen that the minimum air temperature decreases from top to the bottom of the refrigerator, except for the lower level (located at a height of 35 cm) that is in average slightly higher than the immediate upper level (height of 53 cm). As these air temperatures are reached when the compressor is not working, this can be explained by the cooling effect of the evaporator. The minimum inside air temperatures are attained when the radiation shield is mounted on the rear wall and compressor recess. Additionally, rs has a positive effect on the air temperatures inside the freezer system.
On average, the maximum air temperatures inside the refrigerator (when the compressor is about to start running) increases from bottom to the top due to the heat gained through the walls. Again, if rs is located in the rear wall of the refrigerator and in the compressor recess, then it has the effect of lowering the inside air temperatures.
Refrigerator with a Plenum
The second type of test was done with the same refrigerator, where a plenum with forced air convection was located in the compressor recess, as shown in Fig. 2 . In this case, several tests were done, as shown in Fig. 5 (The refrigerator without plenum, and internal load test #1 and test #2 with internal load). The remaining tests were carried out with the base mechanical cooling, with and without thermal loads and with different fan velocities. The main results are shown in Table 3 [17] , where the annual energy savings as well as the avoided CO 2 emissions are shown for the refrigerator, in the last two columns.
As can be seen, there are savings in all tests, regarding the global electricity consumption and the correspondent decrease in CO 2 emissions. So the proposed technology is therefore recommended. 3.6/6.9 2.8/6. Taking into account that the probable number of domestic refrigerators in the world is around 1,000 million [18] , the global savings in energy consumption and avoided CO 2 emissions if all the household refrigerators were similar to one tested in this work and were equipped with this proposed system, as shown in Table 4. 3.1.3 Leakage through the Magnetic Seals (Old/New Ones)
In order to evaluate the influence of the air leakage through the old versus new magnetic seals, upon the energy and power consumed in the refrigeration and freezer cabinet, it was first necessary to measure the air infiltration rate I of the refrigerator through them. This goal was achieved using the tracer gas technique [19, 20] . With the measurements carried out, it was possible to evaluate the energy consumed [21] as shown in Table 5 .
In Table 6 , it can be seen the electrical compressor energy and power regarding the replacement of the seals on 1 h basis. The conclusions that can be withdrawn are: the air infiltration rate is always larger on the refrigerator cabin when compared with the freezer one, almost double, either with the new and old seals. This occurs because the air temperature differential between inside and outside air is larger on the freezer cabin and so the pressure differential. The consequence is that the freezer seal is much more compressed, minimizing on that way the air infiltration rate to the cabin.
The decrease of the air infiltration rate due to the change of the old seals by the new ones is respectively 505% for the refrigerator cabin and 509% for the freezer compartment, which reflects on the energy consumed by the compressor that shows a total decrease of 341% on the electricity used.
The total energy related to the air infiltration is 3.28 Wh with the new seals and 19.9 Wh with old seals. This difference represents a reduction of 8.2 Wh on the energy consumed by the compressor, which seems a very small quantity. The increase of the air infiltration rate due to the change of the new seals by the old ones is respectively 505% for the refrigerator cabin and 509% for the freezer compartment, which reflects on the energy consumed by the compressor that shows a total increase of 341% on the electricity consumed.
Assuming the same number of refrigerators in the world (as before), the electrical energy that could be saved if the seals were replaced by new ones would be around 5.8 GWh/year in all world. Taking into account that the world population in 2005 was about 6.5 billion, and on average, assuming that there are four members per family and only 50% of the families have refrigerators similar to the one tested, there will exist on earth 812.5 millions of refrigerators. Assuming now that in one fifth of them the seals were not in good conditions, the electrical energy that could be saved if the seals were replaced by new ones would be around 5.8 GWh/year in all world. Now this is a huge number. Taking into account that, on average there is a production of 0.6 kg of CO 2 per kWh as final energy, the total emissions of CO 2 to the environment could be reduced by 3.5 billion of tons per year.
Refrigeration System for Draught Drinks
The refrigeration machine for draught drinks, already shown in Fig. 4 , are used in almost every catering services. Their working principles are similar to the one displayed in Fig. 6 (showing the location of temperature and pressure sensors installed) and is composed of two subsystems, namely the refrigeration machine itself and the beverage subsystem. The tank is sited on the top of the first one, where all the coils for heat exchange are located and immersed in ice water (around 0 °C).
This tank is responsible for the heat exchange between the evaporator coil (made of copper) and the iced water, and then from this last one to the beverage coil (made of stainless steel). To promote the heat exchange between both coils, and to maintain an almost constant temperature inside the tank, there is a stirring apparatus placed in its centre.
The production of iced water by the refrigeration system is an intermediate process to cool down the beverage from the ambient temperature to about 3 °C. This temperature is not the desired goal itself. The formation of ice is the drawback in the whole system, as it is a major energy consumer. However, it represents a necessary buffer to help the maintenance of the temperature, even in the event of temporary failure, or lack of power of the refrigeration system. All the heat gains through the system were calculated in a previous published work [22] . In order to evaluate the efficiency of the whole system, several typical situations were simulated: small restaurants and bars during winter and summer time. To evaluate the beverage consumption scenarios in both kinds of establishments, a questionnaire was made in several similar establishments. The results presented, concerns only with the bar in summer time （Table 7） [23] , as it is the worst situation due to the higher ambient temperatures and beverage consumption (the conclusions obtained in the remaining situations are similar). Fig. 7 displays the measured values of temperatures and pressure in the refrigeration system itself, while Table 8 shows the calculation done with the measured data. There are two COP (Coefficient of Performance) that can be evaluated: the COP of the refrigeration system itself to produce ice, COP R (Eq.
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(1)) and the COP of the global system, COP G . Here the aim of the system is to cool down the beverage from the ambient air temperature to the one in the consumption tap (Eq. (2)):
As a factory set, it was fixed an initial mass of ice of 25 kg, which corresponds about 30 mm thickness around the beverage coil. The ice mass is monitored by a probe placed in the evaporator and connected to the control module. The thickness of ice can be adjusted by moving the ice detector away or in the direction of the wall, in order to obtain different ice masses. The ice detector prevents all water to freeze, turning off the system when it reached a predefined limit for the thickness of the ice on the coil. Several initial ice masses were simulated, respectively, 10, 21 and 25 kg in order to evaluate if with the beverage consumption there is not a lack of ice inside the tank during the running time of the system ( Table 9) .
It can be concluded that the initial mass of ice doesn't affect the COP R or the total energy consumption. So, it can be seen that lowering the amount of ice in no way compromises the functioning of the machine since all along the day there is ice being formed within the machine. Table 8 , the efficiency of the internal heat exchanger is extremely low: 1.5%. The refrigeration system could benefit too much if a new design of that equipment was done.
Continuous operation: the draught machine presents a second inefficiency, it is working 24 h a day. So, when the establishment is closed, there is a large energy consumption without any profit (no beverage consumption). To diminish it, the system may be switched off during the closing time. As analysed, while the initial mass of ice in the tank doesn't affect the energy consumption of the system when it works permanently (there is always ice in the tank), in the case of switching it off during the closing period, it affects, because when the establishments opens, the deposit must already have the initial mass of ice inside (Table 10) . It is also shown that with annual electrical energy savings, there are significant avoided CO 2 emissions. The period during which the system can be turned off is assumed to be 12 hours, taking into account a margin of safety to any beverage that may be requested before noon.
Implementation: a real time clock should be connected to the system in a way that it switches off the whole system when the establishment is closed and switch it on some time before opening. With this strategy, the tank would have the necessary initial mass of ice needed when the establishment opens.
Bottom surface: the bottom surface of the tank is submitted to a larger temperature difference when compared to the top and vertical surfaces causing a larger heat gains to the iced water. Fig. 8 shows a thermal image of the machine during normal operation (left one), using the thermal camera (Flir A325) and in right one, the outside view. As mentioned and as can be seen, the temperatures are much higher. This is due to the fact that the bottom surface is sited in the compressor, condenser and fan and the thickness of insulation was half of the other lateral surfaces (design project). Thus, an additional simulation was carried out where it was considered a double thickness of the insulation at the bottom wall. The same happens with the cover of the tank that doesn't have any kind of thermal insulation.
Doubling the insulation at the bottom of the tank, as well as the top wall, the benefits in energy consumption are displayed in Table 11 , where the avoided CO 2 emissions are also shown. The simulations were done with the EES (Engineering Equation Solver) software [24]. Columns three to five show the daily and annual benefits regarding the energy consumption and the corresponding decrease of CO 2 emission to the environment (these balances were done by taking into account the electricity generation mix in Portugal that results in a CO 2 emission rate around 0.47 kg per kWh of electricity produced) [25] . Since the major player in the market, "Unicer Bebidas" the company that supported this research project, has in Portugal 40 k systems like the one tested, the total amount of estimated savings is shown in the same table.
Columns six and seven show the annual energetic savings for the total number of systems as well as the total reduction in CO 2 emitted. So it is possible to conclude that this small improvement is really a good investment. Stirring motor: the system presents a fourth inefficiency due to the fact that the stirring motor is located inside the iced water in the tank. It releases heat for 24 h hours with the actual configuration. This can be seen in thermography image (Fig. 9 ) (top view of the tank, in the middle) which shows the higher temperatures reached by the motor as well as the electronic equipment (bottom). These two factors contribute to decrease the COP of the system.
One way to overcome this problem and shown in Fig. 8 , is to locate the refrigeration system itself (compressor and condenser) in the top of the deposit, being then also possible to locate the stirrer motor in the recess. A new prototype is under construction, but there are no results yet.
Conclusion
Two similar refrigeration systems based on the vapour compression cycle were analysed in this work. The first one was a household domestic refrigerator and the second one was a refrigeration system for draught beverages.
 The main conclusions to withdraw from the domestic refrigerators are:
With minor modifications it is possible to have a decrease in the inside air temperatures. These modifications simply consist in covering the external rear wall of the refrigerator and the compressor recess wall with a radiation shield avoiding in that way the radiation heat transfer from the condenser and the compressor to both external surfaces of the refrigerator. Results have shown that when those surfaces are covered with a sheet of aluminium foil, there is a significant decrease in the inside air temperatures of the refrigerator and of the freezer, about 2 K. As a consequence, for the same internal air temperatures there will be a decrease in the compressor energy consumption with a decrease in the avoided CO 2 emissions. Another modification was carried out in order to improve its efficiency. It consists in building a plenum with a fan underneath the refrigerator to mechanically ventilate its base, where the compressor is located, and where the temperatures of external surfaces are higher: air is trapped in the compressor compartment and heated. Measurement of the temperatures in several points of inside and outside surfaces, as well as internal air, with and without ventilation, show that there is a decrease in temperature difference across the mentioned walls with the proposed technique. As a direct consequence, the heat transfer to the refrigerator inside will diminish too, leading to a decrease of compressor energy consumption. Power and energy consumption of the whole system (compressor and fan) were measured and it was possible to conclude that there were global savings in energy consumption with this solution. This leads to a direct decrease of CO 2 emissions to the environment which varies from country to country due to their different electricity generation mixes.
The last study carried out was to evaluate the magnetic door seals that deteriorate with time, the loss of capacity of the magnetic band, the new cracks in the rubber and even the negligence of the users. This implies a larger air infiltration rate to the cabins and, as a direct consequence, a large energy consumption to overcome this increase. In this work it was quantified the influence of the magnetic door seal conditions upon the air infiltration rate in a domestic double door refrigerator as well as its overall heat balance. The first conclusion to withdraw from the tests is that the refrigerator cabin has almost twice the value of the air infiltration rate when compared with the freezer cabin (due to the much lower temperatures in this last cabin). So, special care must be dedicated to the seals of the refrigerators, where the temperatures are positive. A second conclusion is that the increase on the air infiltration rate due to the deterioration of magnetic seals of the doors is about 505% for the equipment tested, which reflects on the energy consumed by the compressor that shows a total increase of 341% on the electricity consumed. When the seals are new, 3.6% of the energy used to run the compressor is spent on the air infiltration and 96.4% on heat gains through the walls, while when they become leakier these percentages become respectively 18.5% and 81.5%. As a consequence, there is a significant increase in the compressor energy consumption which implies higher running cost as well as worst environmental implications.
The main conclusions to withdraw from the refrigeration systems for draught drinks are:
Inefficiencies were detected in the system that may be fixed in the future. One is the absence of insulation on the top surface of the tank, as well as the larger temperature difference between the recess of the refrigeration system (where the compressor and condenser is located) and the iced water. So an improvement can be achieved by increasing the thermal insulation of the bottom surface, as well as to insulate the top cover which reduces the energy used of all the system.
As seen in Table 8 , the internal heat exchange has a very low thermal efficiency of 1.5%, so it must be changed.
If the system is switched off during the closing time of the establishments, the initial ice mass in the tank does a larger difference in the energy consumption of all the system as well as an avoided CO 2 released to the environment (varies with kind of establishment and consumption pattern). In the maximum consumption pattern, a bar in summer time, it was proven that if the initial mass of ice was 10 kg, it should be enough to overcome an extra peak consumption of beverage (this implies a decrease of energy consumed, with all positive consequences).
Also, if the refrigeration system is placed over the tank (and not bellow as it is actually), there will be savings in the heat transfer due to the fact that the stirring motor could be located outside of the iced water as well as the hot air of the recess would release heat to the environment temperature and not to the tank.
As beer is an organic fluid, it should be kept at low temperature (< 6 °C) in order to assure the best quality.
